Response to Hondo Mainline Leak

July 22, 2014




At 5:30pm July 2, 2014 Gayla
noticed a leak on her way home and
called the on-call Operator. What
started as a small puddle quickly
grew into ......
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Several valves were closed to



Our new valve exercise trailer was also used to pump out the
remaining standing water.....




We discovered an unmarked, abandoned water line in the hole....



Once drained we could clearly see the problem but we could not
determine an obvious cause....












A peek inside the water line explains why staff says that Asbestos Cement pipe stays
smooth over time and does not corrode.....



Crews work to prepare the existing pipe so a section of new pipe can be installed....
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Class C-900 Water pipe is spliced into the ends of the A/C mainline......







Crews clean-up and prepare to open valves and “charge the line”.....



Crews worked until 2:30 am to resolve this emergency.....

| ESPECIALLY want to thank our dedicated crew: David, Kit and
Mike. | am very proud of their commitment and dedication to
the Agency and its customers.

Total estimated water loss from this leak was 260,000 gallons.
Crews worked a total of 25 man hours on the repair and most of

the next day responding to customer calls for dirty water and
flushing deadends and clean-up.






